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SEE NOTE

NOTES:

1.

2.

MINIMUM BOX SIZE 3/4°— 1" ASSEMBUES, 10°x13"
1 1/4°— 2° ASSEMBLIES, 14°x20°

ASSEMBLY MUST BE INSTALLED WITH TEST COCKS
FACING UP OR TO ONE SIDE. INSTALL WATERTIGHT

UNDISTURBED EARTH

PLUGS IN ALL TEST COCKS.
SUFFICIENT DRAINAGE MUST BE PROVIDED TO

CITY OF LONG BEACH

PREVENT ASSEMBLY FROM BEING SUBMERGED.
PROVIDE SUPPPORT BLOCKS AS MAY BE REQUIRED.

"INDIVIDUAL” DOUBLE CHECK
DETECTOR ASSEMBLY

PROVIDE A STRAINER WITH BLOW OUT TAPPING

AHEAD OF DEWICE IF REQUIRED BY CITY. APPROVED: DWG. NO.
THOROUGHLY FLUSH THE LINE, PRIOR TO THE IDCDA
INSTALLATION OF THE DCVA.

PROTECT DEVICE FROM FREEZING BY INSTALLING IN BY CITY DATE

STRUCTURE OR PER HOT BOX" SHOWN IN Rebucep | DATE: DRWN: CHKD: SCALE:
PRESSURE BACKFLOW DEVICE DETAIL. 8/96 J.H. T.J.0. NONE






